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Operati ons and maintenance may onl y be carried out by personnel who have 
received suitabl e authorisati on for the operations and manœuvres they are 
responsi ble for performi ng. 
If this is not the case, please refer to our Ser vice Unit or  Training Centre 

All locki ng out operations mus t be perfor med accordi ng to the safety regulations 
currentl y being in force. 

 

Our Service Unit: our specialists, and 
suitably adapted services  
�   Guarantee extension contrac ts in relation to the selling of new equipment, 
�   Super vision of switchgear installation, 
�   Technical advice, di agnoses of the facilities, expertise, 
�   Maintenance contrac ts adapted to operational constraints, 
�   Systematic or conditional preventi ve maintenance, 
�   Correcti ve maintenance in case of parti al or complete failure, 
�   Suppl y of spare parts. 

 
Contac t the Service Unit for diagnoses and advice: 
Phone N o: +39 0377 417 351 (office hours) 
Fax: +39 0377 451133 
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© � Schnei der Electric� 2010. Schneider Elec tric, t he Schneider Electric logo and 
their figurative for ms are Schnei der Electric registered trademar ks. 

The other brand names mentioned withi n this document, whether they be copyright 
or not, belong to their respecti ve holders. 

 

Responsibilities  
Our devices are quality controlled and tested at the factory in accordance with the 
standards and the regulati ons currentl y in force. 
Apparatus  efficiency and apparatus life depend on the compliance with the 
installation, commissioning and operati on instruc tions described in this user 
manual. Non respect of these instructions is likel y to invalidate any guarantee. 
Local requirements especially about safety and which are in accordance with the 
indications given in this document, must be obser ved. 
Schneider Electric declines any responsibility for the consequences: 

�  due to the non respect of the recommendations in this manual which make 
reference to the international regulations in force. 
�  due to the non respect of the instr uctions by the suppliers of cabl es and 
 connection accessories during installati on and fitti ng operations, 
�  of any possi ble aggressive climatic conditions (humidity, polluti on, etc.) acting in 
the immediate environment of the materials that ar e neither suitabl y adapted nor 
protected for these effects. 

This user manual does not list the locki ng out procedures that mus t be applied. The 
inter ventions de-scribed are carried out on de energized equipment (in the course of 
being installed) or locked out (non operati onal). 

 

Particular instructions for operations and 
interventions on energized equipment  
When commissioni ng and operating the equi pment under nor mal conditions, the 
General safety instructions for elec trical applications must be respected, (protecti ve 
gloves, insulating stool, etc.), in additi on to standar d operating instructions. 

All manipul ations mus t be completed once started. 

The durati ons (for completing the operations mentioned) given in the maintenance 
tables are purel y an indication and depend on onsite conditions. 

 

Other technical notices to be consulted  
�   Products-L4PS-Unifl uorc-72006-V1-EN -  Unifl uorc – Technical Characteristics 

 

Tools (not supplied) required for the 
operations described in this user manual  

 
�   Flat, thin screwdriver (4) + medium  
�   Leather gloves 

 

Symbols & conventions  
 

Code for a product recommended and mar keted by Schnei der Electric 
06 

 

 
Tightening torque value 
Example: 1.6 daN.m 

 
      Mark corresponding to a key 

 
CAUTION! Remain vigilant!  
Precautions  to be taken in or der to avoid accidents or injury 

 
FORBIDDEN! Do not do it!  
Compliance with this indication is compulsor y, non compliance with 
this stipulation may damage the equipment 

INFORMATION � ADVICE  
Your attention is drawn to a specific point or operati on 
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Position  Earthing 

sw itch  
Circuit  

Breaker  
 
Disconnector  

Closed - Open Open  
Earthing 
switch 

 
Open 

 
- 

 
Free Depends on the circuit 

breaker position 
Closed Open - Closed  

Circuit 
Breaker 

 
Open Depends on the  

- 
 

Free 
Closed Open Free -  

Disconnector Open Free Open - 
 

K
JA

01
85

 
K

JA
01

84
 

 

 
 
 
 
 
 

Functional mechanical interlocks  
 

The UNIFLUORC switchgears are equipped with inter nal mechanical interlocks, 
called ”func tional”, intended to avoid any kind of operati ng error. 

It is necessar y to know these interlocks in order to operate the switchgear correctl y. 
 

Interlocks of UNIFLUORC switchgear with  
FLUORC for functions C and T1  

 
Switch Disconnector   

 
Closed - 

Earthing Switch  
Locked open 

Position  
Switch 
disconnector 

Open - Free 
Closed Locked open -  

Earthing switch 
Open Free - 

 

Interlocks of UNIFLUORC switchgear with  
FLUVAC for function CB  

 
Without auxiliar y earthing switch 

 

Position  Circuit Breaker  Disconnector  
Closed - Locked  

Circuit Breaker (*) 
Open - Free 

Closed Free (**) -  
Disconnector Open / 

Earth 
 

Free 
 

- 
 
 

Without auxiliary earth switching (LF version) (*) During the disconnector oper ations , the circuit breaker is locked 
open. 

 

(**) Also available version – Disconnector closed, circuit breaker open 
locked. 

 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

With auxiliary earth switching (SF version) 

With auxiliar y earthing switch 
 
 
 
 
 
 
 
 
 

disconnector position 
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Operating lev er (with FLUORC v ersion)  
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Operating lev er (with FLUVAC v ersion)  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Signal lamp  
(with FLUORC or with FLUVAC v ersions)  

 
 
 
 
 
 
 

Reminder for Manual Operations  
All movements of the lever must be frank and complete. 
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Key locks  
They are used to pr event any possible wrong operations during the operation. 

 

With FLUORC version  
 

It is used for the following func tions : 

�   Open line fr ee key 
�   Close line free key 
�   Open earth free key 

 

 
 
 
 
 
 
 
 
 

It is used onl y for the function of: 

�   Close earth free key 
 
 
 
 
 
 
 
 
 
 
 
 

With FLUVAC version  
 

It is used for the following func tion: 

�   Open line fr ee key 
 
 
 
 
 
 
 
 
 
 

A 
 
 
 

It is used for the following func tion: 

�   Open line/earth free key 
 
 
 
 
 
 
 
 
 
 
 

B 
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It is used for the following func tion: 

�   Open line/earth free key 
 
 
 
 
 
 
 
 
 
 
 
 
 

C 
 
 
 
 
 

With VEIVACUUM-L version  
 

Key lock 



10 Produc ts-L4AS-Unifluorc-72009-V1-EN 

���� � ���� � ��� �� � ���� �� ��	����� �
*	������������'��)������� �

 

 

n. 

 
 

 
 

 
 

 
 

K
JA

01
01

 
K

JA
01

00
 

K
JA

00
99

 
K

JA
01

02
 

 
 
 
 
 

C Functions (Manual version)  
 

Opening The Earthing Switch  
 

�   Insert the operating lever into the earthi ng switch control. 
 

 
 
 
 
 
 
 
 
 

                  �   Grasp the lever with both hands . 

�   Turn the lever counterclockwise, up to reach the end of stroke. T he mimic diagram 
indicator will turn from the closed earth position  to the opened earth positi o   
�   Extrac t the operating lever. 

 

 
 
 
 
 
 
 
 
 
 
 

Closing the earthing switch  
 

 
Befor e closing the earthing switch, ensure there is no voltage across 
the voltage presence signal lamp. 

 

�   Insert the operating lever into the earthi ng switch control. 
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                   �   Grasp the lever with both hands. 

 

 
�   Turn the lever clockwise, up to reach the end of stroke. The mimic di agram 
indicator will turn from the opened earth positi on  to the closed earth  
position . 
�   Extrac t the operating lever. 

 
 
 
 
 
 
 
 
 
 
 
 

Closing the switch disconnector  
 

�   Insert the operating lever into the switch disconnector control. 
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                  �   Grasp the lever with both hands . 

�   Turn the lever clockwise, up to reach the end of stroke. The mimic di agram 
indicator will turn from the opened line position to the closed line position . 
�   Extrac t the operating lever. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

Opening the switch disconnector  
 

                   �   Insert the operati ng lever into the switch disconnector control. 

�   Grasp the lever with both hands . 
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�   Turn the lever counterclockwise, up to reach the end of stroke. T he mimic diagram 
indicator will turn from the closed line position  to the opened line position  . 
�   Extrac t the operating lever. 

 
 
 
 
 
 
 
 
 
 
 
 
 

C Functions (Motorized version)  
 

Opening the earthing switch  
 

Refer to Opening the earthi ng switch 
 

Closing the earthing switch  
 

Refer to Closing the earthing switch 
 

Closing the switch disconnector  
 

�   Act on the interlock, by shifting it in the upper positi on and insert the operating 
lever into the switch disconnector control. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

�   Grasp the lever with both hands 
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�   Turn the lever clockwise, up to reach the end of stroke. The mimic di agram 
indicator will turn from the opened line position  to the closed line position . 
�   Extrac t the operating lever. 

 
 
 
 
 
 
 
 
 
 
 
 
 

Opening the switch disconnector  
�  Act on the i nterlock, by shifting it in the upper positi on and insert the operating 

 
      lever into the switch disconnector control 
 
 
 
 
 
 
 
 
 
 
 
 

�   Grasp the lever with both hands . 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

�   Turn the lever counterclockwise, up to reach the end of stroke. T he mimic diagram 
indicator will turn from the closed line position  to the opened line positi on  . 
�   Extrac t the operating lever. 
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T1 Functions (Manual version)  
 

Opening the earthing switch  
 

�   Insert the operating lever into the earthi ng switch control. 
 

 
 
 
 
 
 
 
 
 
 
 

                  �   Grasp the lever with both hands . 

 
�   Turn the lever counterclockwise, up to reach the end of stroke. T he mimic diagram 
indicator will turn from the closed earth position  to the opened earth positi on . 
�   Extrac t the operating lever. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

Closing the earthing switch  
 

 
Befor e closing the earthing switch, ensure there is no voltage across the 
voltage presence signal lamp. 

 
�   Insert the operating lever into the earthi ng switch control. 
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                  �   Grasp the lever with both hands . 

 
�   Turn the lever clockwise, up to reach the end of stroke. The mimic di agram 
indicator will turn from the opened earth positi on to the closed earth position . 
�   Extrac t the operating lever. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

Closing the switch disconnector  
 

                  �   Insert the operating lever into the switch disconnector control. 

 
�   Grasp the lever with both hands . 
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�   Turn the lever clockwise, up to reach the end of stroke. The mimic di agram line 
indicator will turn from the opened line position  to the closed line position . The 
mimic diagram spring indicator will turn from the discharged positi on to the 
charged position . 
�   Extrac t the operating lever. 

 
 
 
 
 
 
 
 
 
 
 

Opening the switch disconnector  
 

�   Insert the operating lever into the switch disconnector control. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

                  �   Grasp the lever with both hands . 

 
�   Turn the lever counterclockwise, up to reach the end of stroke. T he mimic diagram 
line indicator will turn from the closed line positi on  to the opened line positi on . 
The mimic diagram spring indicator will turn from the charged position to the 
dis-charged positi on 
�   Extrac t the operating lever. 
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T1 Functions (Motorized version)  
 

Opening the earthing switch  
 

Refer to Opening the earthi ng switch 
 

Closing the earthing switch  
 

Refer to Closing the earthing switch 
 

Closing the switch disconnector  
 

Refer to closing the switch disconnector 

 
Befor e the operati ng lever insertion, act on the interlock, by shifting it in the 
upper position (for the interlock identification refer to Closing the switch 
disconnector of C Functions). 

 

Opening the switch disconnector  
 

Refer to Opening the switch disconnector 
 

Befor e the operati ng lever insertion, act on the interlock, by shifting it in the 
upper position (for the interlock identification refer to refer to Opening the 
switch disconnector of C Functions). 
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CB Functions  
 

Opening the auxiliary earthing switch (if present)  
 

�   Insert the K.I. key and rotate it in the clockwise direction freeing the operating 
shutter. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

�   Act on the interlock, by shifting it upwards and insert the operati ng lever into the 
earthing switch control. 
�   Grasp the lever with both hands . 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

�   Turn the lever clockwise, up to reach the end of stroke. The mimic di agram 
indicator will turn from the closed earth position (C) to the opened earth position (O). 
�   Extrac t the operating lever and the K.O. key (see ). 

 
The K.O. key extraction is mandator y to proceed with the disconnector 
operations . 
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Closing the auxiliary earthing switch (if present)  
 

Befor e closing the earthing switch, ensure there is no voltage across the 
voltage presence signal lamp. 

 
�   Insert the K.O. key and rotate it in the clockwise direction. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

�   Act on the interlock, by shifting it upwards and insert the operati ng lever into the 
earthing switch control 
�   Grasp the lever with both hands 

 
 
 
 
 
 
 
 
 
 
 
 
 

�   Turn the lever counter clockwise, up to reach the end of stroke. The mimic 
diagram indicator will turn from the opened earth position (O) to the closed earth 
position (C). 
�   Extrac t the operating lever. 

 
At this point it is possi ble to rotate the K.I. key in the counter clockwise 
direction to free it and gain access to the door 
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Opening the disconnector  
 

Only if the auxiliar y earthing switch is present: 
�   Insert the key and rotate it in the clockwise direction. 

 
 
 
 
 
 
 
 
 
 
 

�  Act on the i nterlock, by shifting it in the left  position and insert the operating lever 
into the disconnec tor control. 
 

 
 
 
 
 
 
 

 
 
 
 
 
 
 
 

�   Grasp the lever with both hands . 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

�   Turn the lever clockwise, up to reach the end of stroke. The mimic di agram 
indicator will turn from the closed line/earth position to the opened line/earth 
position . 
�   Extrac t the operating lever. 
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Closing the disconnector  
 

Befor e closing the disconnec tor, ensure there is no voltage across the 
voltage presence signal lamp. 

 
�   Act on the interlock, by shifting it in the left position and insert the operating lever 
into the disconnector control. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

�   Grasp the lever with both hands . 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

�   Turn the lever counter clockwise, up to reach the end of stroke. The mimic 
diagram indicator will turn from the opened line/earth position to the closed line/ 
earth position . 
�   Extrac t the operating lever. 

 
At this point it is possi ble to rotate the key in the counter clockwise direction 
to free it and to proceed with the auxiliary earthing switch operati ons. 
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Closing the circuit breaker  
 

 
The spring charging operations mus t not be performed if the unit 
is motorized. 

 
�   Insert the operating lever into the closi ng spring charging control. 

 
 
 
 
 
 
 
 
 
 
 

                  �   Grasp the lever with both hands . 

 
 

�   Turn the lever counter clockwise, up to reach the end of stroke. The closi ng spring 
charging indicator will turn from the discharged spring position (�  up arrow) to the 
charged spring position (�  down arrow). 
�   Extrac t the operating lever 

 
 
 
 
 
 
 
 
 
 
 
 
 
 

�   Close the circuit breaker, by pressing the closi ng pushbutton (I).  The mimic 
diagram indicator will turn from the opened line positi on (O) to the closed line 
position (I). The closing spring charging indicator will turn from the charged 
spring position (�  down arrow) to the uncharged spring position (�  up arrow). 
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Opening the circuit breaker  
 

�   Open the circuit breaker, by pressing the opening pushbutton (O). 
 
 
 
 
 
 
 
 
 
 
 
 
 

�   The mimic di agram indicator will turn from the closed line position (I) to the 
opened line position (O). 
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Levels of maintenance  
 

Description  
Operations recommended in the instructions manual ”installation operation maintenance”, carried out by suitably qualified 
personnel having received training allowing them to intervene whilst respecting the safety rules. 

Lev els  
 

1 
Complex operations, requiring specific expertise and the implementation of support equipment in accordance with Schneider 
Electric’s procedures. These must be carried out by Schneider Electric or by a specialised technician trained by Schneider Electric 
when starting the procedures, with the appropriate specific equipment. 

 
2 

All preventive and corrective maintenance, all renovation and reconstruction work is carried out by Schneider Electric. 3 
 

Preventive maintenance  
 

Preventiv e Maintenance  Frequency  Lev els  
Recommended operations  6 Years  1 2 3 

Verification of the presence and condition of accessories (levers, etc.) �  �  �  �  
Visual inspection of the exterior (cleanliness, absence of oxidation, etc.) �  �  �  �  
Cleaning of external elements, with a clean, dry cloth �  �  �  �  
Verification of the positioning of the status indicators (open and closed) �  �  �  �  
Verification of the functioning of the mechanical control mechanism by making several 
manoeuvres 

�  �  �  �  

Visual surveillance of the general appearance of connections �  �  �  �  
 
 

Corrective maintenance  
 

Lev els  Corrective Maintenance  

Replacements or modifications  1 2 3 
Replacement of the three fuses �  �  �  
Replacement of a signal lamp assembly �  �  �  

 
 

Replacement of the three fuses  
 

Interv ention  
 

 
Normal 

Busbar  
 

 
De energized 

Cables  
 

 
De energized 

Circuit breaker  
 

 
open 

Earthing Switch  
(if present)  

closed 
Possible energized De energized open closed 

 
Locking out the Functional Unit  
All locki ng out operations mus t be perfor med accordi ng to the particular rules for the networ k concerned. 

 
Tools required:  
�   Leather gloves 
�   Compartment key 

 
Parts required:  
�   3 fuses with the same reference (verify values in accordance with the transfor mer power) 

 
Befor e proceeding to carry out the operations for removing/installing the parts composing the UNIFLUORC switchgear, be sur e that the 
voltage was cut out to the primar y circuit and to the auxiliary one. 

 
 See the corresponding chapter in the installation manual for the charac teristics of the fuses. 

 

The T1 functi on meets the IEC 6224-105 requirements; particularl y, when whatever fuse intervenes the circuit breaker automaticall y 
opens. In this situation it is not possibl e to reclose it until the blown fuse is replaced. For reliability reasons , replacement of all of the thr ee 
fuses is recommended. 
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Replacement of a fuse  
 

For an apparently single phase fault , it is imperati ve that all 3 fuses 
be replaced. 

 
The body of a fuse can be come ver y hot following a short circuit. 
Take standard precautions (leather gloves) before starting wor k. 

 
Whenever changing or fit-ting a fuse, close the compartment 
immediatel y after wards to avoi d letting dus t and humidity enter. 

 
�  Acti vation of one or more fuses leads to following situation: 

�   automatically opens the circuit breaker. The relati ve mimic diagram indicator will 
turn from the closed line position  to the opened line positi on       . 
�   moreover, automaticall y relieves the closing contr ol spring. The relati ve mimic 
diagram indicator will turn from the charged spring position   to the discharged 
spring position    . 
�   the fuses mi mic diagram indicator will turn from the closed line position to 
the opened line position 

 

 
 
 
 
 
 
 
 
 
 

�   The fuse inter vention do not move automaticall y the circuit breaker in the opened 
position. T he followi ng reset procedure mus t be perfor med: 

�   insert the operating lever into the circuit breaker control with the center ed pin 
upwards. 

 
 
 
 
 
 
 
 
 
 
 
 
 

�   Grasp the lever with both hands . 
�   Turn the lever counter clockwise, up to reach the end of stroke. 
�   Extrac t the operating lever. 



27 Produc ts-L4AS-Unifluorc-72009-V1-EN 

���� � ���� � ��� �� ����	� ��	���
�� �
 

 

 
 

 
 

 
 

K
JA

01
75

 
K

JA
01

74
 

K
JA

01
73

 
 
 
 
 
 
 
 

�   Ensure that the disconnector is closed. Onl y in this conditi on it will be possible to 
remove the fuses compartment access panel. 
�   Insert the operating lever. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

�   Grasp the lever with both hands . 
�   Turn the lever counter clockwise, up to reach the end of stroke. T he relati ve mimic 
diagram indicator will turn from the opened line/earth position  to the closed line/ 
earth positi on  . 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

�   Lift the fuses compartment access panel so that to uncoupl e it from the side 
hooks . 
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                        �   Remove the fuses from their seats. 

�   Insert the new fuses, taking care to install ever y fuse with the stri ker pointing 
upwards. 
�   Close the fuses compartment access panel so that to couple it in the side hooks. 

 
 
 
 
 
 
 
 
 
 
 
 
 

Replacement of a signal lamp assembly  
Locking out the Functional Unit  
�   Not required 

 

Tools required:  
�   No tools required 

 
Parts required:  
�   Signal lamp assembl y 

 
Befor e proceeding to carry out the removal/installation operations of the 
parts composing the switch-gear, be sure that the voltage was cut off both 
to the primar y circuit and to the auxiliary one. 

 
With F LUORC version: 

�   To remove the signal lamp assembl y take it by two hands and detach it from the 
switchgear. To install the new signal lamp assembl y fit the ter minals to the proper 
holes of the switchgear and press till complete insertion 

 
With F LUVAC version: 

�   To remove the signal lamp assembl y take it by two hands and detach it from the 
switchgear. To install the new signal lamp assembl y fit the ter minals to the proper 
holes of the switchgear and press till complete insertion. 
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The spare part  
Describes a part that is designed to replace a correspondi ng one with a view to 
re-establishi ng the original func tion. 

The replacement of these parts can onl y be carried out by a person who 
is suitabl y qualified and trained for this operation. 

 
For an explanation of the levels of maintenance, please refer to Levels 
of Maintenance. 

 
Lev els  

1 2 3 
Programmed replacement  

 
 

This concerns wearing parts, designed to be replaced after a 
predetermined number of uses. 
Use: Maintenance stock, necessary for optimum maintenance 
procedures every 6 years. 

Denomination  
 
 

Fuses (by 3) 

Replacement 
ev ery  

 
20 years �  �  �  

 
Lev els  

1 2 3 
Non Programmed replacement  

 
 

Describes spare parts whose replacement intervenes in the 
course of corrective maintenance. 

Denomination  
 
 

Signal lamp assembly �  �  �  

 
Lev els  Exceptional replacement  Denomination  

1 2 3 
Operati on counter �  �  �  
Under voltage release (UVR) �  �  �  
Under voltage release control card �  �  �  
Loaded or unloaded closing springs signalling contact �  �  �  
Shunt closi ng release �  �  �  
Shunt opening release �  �  �  
Demagnetisati on opening solenoid �  �  �  
Geared motor for loadi ng springs �  �  �  
Auxiliary contacts �  �  �  
Voltage presence signal lamp �  �  �  

 
 
 
 
 
Describes the spare parts or assemblies whose 
foreseeable ser vice life is at leas t equal to that of the 
equipment. 
Use: Spare parts or sub assemblies conser ved in a 
safety stock. 

Key locks �  �  �  
 

Identification of materials  
 

For all orders for spare parts, it is necessar y to enclose the equipment 
characteristics form. 

 
Storage conditions  
The components should be stored away from dust, humi dity or the sun. In order to 
facilitate the search, they must be marked by the Schneider Electric reference 
number. 
Certain components are fragile, they should preferably be stored in their original 
packaging. 
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General characteristics  
Type of Insulating Gas: 
Sulphur Hexafluoride (SF ) – IEC 60376. 

Each switchgear comprises a tank, filled with SF6 gas, designed as a pressurised, 
Sealed unit sys tem in accordance with the requirements of IEC 60694. 

During the expected operating life and under nor mal operati ng conditions the gas 
shoul d not need top ping up. 
The GWP (Global Warmi ng Potential) of the SF gas is 22,200. 
 

    Never pierce the pressurised tank! 

     Never attempt to open the tank.  

 
Filling pressure  
At 20°C the filling pressure is 0.030 MPa.  
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Safety instructions  
 

Do not dismantl e the mechanical control mechanism springs without 
re-leasing the device. 

 
Never at tempt to open the sealed-tank of a Functional Unit. 

 
 
 

Dismantling of the equipment service  
Consult Schneider Electric for all decommissioning ser vices. 
�   Remove all electrical equipment (coils, motors, etc.). 
�   On disassembl y, the materials must be sorted and sent on via the appropriate 
recycling channels. 
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